Recently, in the city of La Rioja, the Microbiologically-Induced Corrosion (MIC) phenomenon has been confirmed. The last studied case corresponds to the water well of the La Rioja Regional Faculty of the National Technological University (UTN), where the water well facilities showed signs of this phenomenon.
Introduction
Technological materials, as well as natural substances, undergo a degradation process in which according to the environment conditions, microorganisms participate in greater or lesser extent. Fungi, algae, lichens and bacteria are being increasingly studied as alteration agents of materials used by the modern industry (De Turris et al., 2013) . Industrial and urban structures, machines and installations, are daily exposed to the natural environment, or to special conditions for their proper operation, which are cases that involve diverse ranges and combinations of pH and temperatures, among other parameters, (Calbo el al., 2016) .
In regard to the metals, the bacteria accelerate processes that occur naturally, serving as catalytic agents that accelerate kinetics of redox reactions (Ghiorse, 1984) . Back in 1898, bacteria that attack and precipitate iron were characterized as chemoautotrophs (Winogradsky, 1922) , determining that they obtained energy by the oxidation of Fe 2+ to Fe 3+ . Afterwards, two functional groups were defined: metallo-oxidizing bacteria, which attack and precipitate the metal, and metallo-precipitating non-oxidizing bacteria (Cullimore and McCann, 1977) . After the discovery of ferrobacteria, sulfatereducing bacteria (SRB) were detected, which generate the non-assimilatory reduction of sulfate and use this compound as final electron acceptor. The energy for their metabolisms is generated in these redox reactions, and the final result is the formation of sulphides, which in turn results in acid aggression. During the mid-20th century, these bacteria were associated with the premature aging of underground water pumping installations. In Argentina, the problem was detected at the end of the last century in the provinces of Río Negro, Santa Cruz, Mendoza, Entre Ríos, La Pampa and Buenos Aires, and more recently, the province of Catamarca was added to this list (Gariboglio and Smith, 1993) , and now this problem is also confirmed in La Rioja.
The aerobic iron bacteria, the anaerobic and some facultative, consume the material through different but complementary mechanisms, leading to its thinning or eventual perforation ( Figure 1 ). Another negative effect is the biofouling, which consists on the sedimentation and cementation of the bacteria metabolic products (Characklis, 2009 ).
Over time, each bacteria produces a specific sediment that increases its thickness layer after layer. When the affected surface corresponds to the inner side of a pipe or holes (filters), the fouling or biofouling leads to an obstruction that eventually turns the installations inoperative ( Figure 2 ).
The theoretical chemical reactions that explain this phenomenon are (Gariboglio and Smith, 1993):
Reactions in the presence of ferrobacteria in aerobic:
Me → Me ++ + 2e-(Dissolution of the metal -Anodic reaction)
Reactions in the presence of SRB in anaerobic: There are signs of the MIC phenomenon during the operation of wells, mainly the decrease of the water flow rates without a decrease of the phreatic level, and changes in the water organoleptic quality. Also, during maintenance or repair, observations reveal the presence of nodules, crusts and perforations due to pitting or scaling.
In the case of the La Rioja Regional Faculty, no significant changes were detected in the water organoleptic quality since it is destined to the campus irrigation system.
However, the depth pump broke and when extracting the impulsion train towards the surface, pitting and obstruction were observed. Both the pump as well as the pipes had to be replaced, causing expenses and interfering with the normal functioning of the institution.
Based on the above, it was suggested that this perforation was being affected by the MIC phenomenon. The findings showed that the well was colonized by MIC microorganisms, and the confirmation of this hypothesis allowed to specify the amount of material to be used for the replacement to provide a reasonable duration in the fixed installation.
Materials and methods
Biochemical analyses were performed to confirm the MIC phenomenon. Complemen- Afterwards, the different selective solid media were reseeded for isolation purposes, and replated to obtain more material and maintain the strains viable. In addition, the strains were isolated and enriched in special liquid media for each case, and the subsequent tests required for their classification were performed.
The resulting cultures were evaluated by the characteristics of the colonies (color, texture, elevation and edge) and then microscopically characterized by their shape with Gram staining.
A blank was also incubated in all the cultures, or a portion of the same plate was reserved to such end, that is, not-inoculated to have a negative control.
Results and discussion
In general, in all the media enriched with organic and inorganic supplements, there was development of a bacterial consortium with yeast. Gram(+) cocci are discarded due to being catalase-negative. Gram(-) bacilli were isolated from special media that only contain mineral salts as energy source. Thus proving development in the laboratory with and without Fe 2+ , and with and without sulfur, S 6− . That is, it was determined the presence of bacilli that oxidized the iron and of bacteria that reduced and oxidized sulfur in the differential media. Since the chemoautotrophs bacteria, which require simple inorganic substances as energy source and CO 2 as carbon source, are in very low proportions in this cultures, the samples were previously enriched with several replatings.
In the special medium for SRB, Gram(-) bacteria developed under aerobic conditions up to 45 ∘ C. These are whitish or cream-colored mucous colonies with irregular edges.
The development of the SRB in the special liquid medium, and without carbohydrates under anaerobic conditions, decreased the measured pH after one week by one unit.
There is development of aerobic Gram(-) bacilli that could not be identified, but it is know that they do not ferment glucose, lactose nor sucrose (in Levine EMB Agar there is little development of colonies without apparent color, and there was no change in the TSI Agar). The ortho-Nitrophenyl--galactoside (ONPG) test turn out negative and they are not enterobacteria (diverse media were tested to such end). It was ruled out that these were pathogenic microorganism (the tests for coliforms, Faecal Streptococci, Shigella, Salmonella, Pseudomonas aeruginosa, Clostridium, Mycobacterium tuberculosis and protozoan cysts, were negative). The development of these heterotrophic bacteria took place in media at pH 3 and 6, enriched with yeast extract, being positive at both pHs and under a stable condition for 15 days, with which it is corroborated that they are acidophilic bacteria. Pseudomonas with Cetrimide (-) and MacConkey (-) are ruled out.
The replatings were performed weekly increasing the temperature by 5 ∘ C, achieving development up to 50 ∘ C only in the media with Gram (+) bacilli, which sporulated ( Figure 3 (left) ). Different Gram (+) bacilli where observed, some forming endospores in chains, others isolated as well as terminal spores.
The evolution of the cultures was followed by performing Gram staining, and in the last three temperature increments the formation of spores was very rapid (aerobic conditions).
Based on the obtained results, it can be said that:
-There is presence of Sulfur Reducing Bacteria and Sulfur Oxidizing Bacteria (they decreased the pH of the medium and are not sugar-fermenting bacteria). They use CO 2 as carbon source and inorganic substrates as energy source, under anaerobic conditions.
-There is presence of ferro-oxidizing bacteria. In the special solid medium, an orange color is observed as Fe 2+ is precipitated as F 3+ . The special liquid medium turns cloudy and becomes darker with some precipitates.
-There is presence of different bacteria capable of forming endospores as resistance structures, figure 3 (left).
-There is presence of yeasts and hyphae (Figure 3 (right) ).
Furthermore, SEM and EDS analyses were performed on the foulings detachments.
The SEM was a LEO 1450-VP microscope from the Laboratory of Electron Microscopy and Microanalysis (LABMEM) of the National University of San Luis (UNSL), Argentina.
The foulings are precipitated metabolites (biomineralization) and have the same chemical composition of the iron minerals but with a peculiar shape. Figure 4 shows a micrograph that is consistent with biomineralizaion; also, a bacillus can be observed.
The EDS spectrum ( Figure 5 ) is also consistent with the corresponding mineral composition. 
Conclusions
The study performed by the Federal Council of Investments (CFI) and the end of the past century in Argentina, demonstrated that the MIC phenomenon was present in all the evaluated cities. The MIC signs lead to their discovery in the aquifer of the dejection cone of the City of La Rioja. Furthermore, as a result of this work, it is confirmed that the well of the Regional Faculty La Rioja is affected by the MIC phenomenon. This phenomenon can be present in a much greater extent, but since it is little known, no adequate controls are performed. These microorganisms, which are not pathogenic,
are not detected in routine water quality analysis. The operation life of the installations is significantly reduced due to that the corrosion chemical reactions are catalyzed by the detected microorganisms. This results not only in an economic loss; the City of La Rioja is supplied of drinking water almost exclusively from underground sources, and when this wells are out of service there are sectors that become affected for weeks. In our case, the La Rioja Regional Faculty is supplied by the water network and only the landscape was affected.
There are recommendations for preventing, treating the colonization and mitigating the MIC effect. In the present case, the impulsion pipe made of ordinary steel (75 mm in diameter) was replaced a galvanized steel one, which is more expensive but also more resistant towards corrosion.
Extending the reach of this work, we can conclude that being the MIC phenomenon a biological contamination, it is susceptible to propagation, and prophylactic measures have to be implemented with the perforation equipment and pipes that are installed.
On the other hand, the colonization takes place in stages, the iron bacteria colonize first under aerobic conditions, and their foulings act as a hermetic layer that generate anaerobic conditions, so that the SRB become in play, being much more aggressive since they completely pierce the pipe walls. Therefore, it is recommended to perform periodic removals by brushing of the foulings of the iron bacteria since it would extend the operational life of the installations.
